
Expiration Date:
Report Date:

Report No.:

Baseline Product for Validation Testing
Series Model: 142.194 DH
Unit Size:

54088.05-116-45
04/06/05
04/06/09

NFRC U-FACTOR, SHGC / VT,
CONDENSATION RESISTANCE

COMPUTER SIMULATION REPORT

Rendered to:

EARTHWISE GROUP, L.L.C.

SERIES/MODEL: 143.095 DH

Layer 3:

Gap 1: 0.560" Duraseal Spacer (A8-D)  - Air Fill
Layer 2: SS Clear 
Gap 2:

All Rails, All Stiles Aluminum

Reinforcement Option Description
Location Material

Glazing Information
Layer 1: DS Guardian RLE 71/38 (e=0.027,#2)

Width: 47.25" Height: 59"

143.195 DH
145.095 DH

Simulated U-Factor: 0.352

145.195 DH
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Standards:

Software:
Frame and Edge Modeling: THERM 5.2.14
Center-of-Glass Modeling: WINDOW 5.2.17
Total Product Calculations: WINDOW 5.2.17
Spectral Data Library: 13.9

Simulation Specimen Description:

145.095 DH 145.195 DH
143.195 DH143.095 DH

1500 mm

Vertical Slider (Double Hung)
Vinyl (VY)

Vinyl  w/reinforcing - horizontal members only (VH)
1200 mm

185 Union Avenue
Providence, Rhode Island  02909

*NFRC's Condensation Resistance rating is NOT equivalent to a Condensation 
Resistance Factor (CRF) determined in accordance with AAMA 1503. 

Expiration Date:
Report Date: 04/06/05

04/06/09

Project Summary: Architectural Testing, Inc. (ATI) was contracted to perform U-Factor,
Solar Heat Gain Coefficient, Visible Transmittance, and Condensation Resistance* computer
simulations in accordance with the National Fenestration Rating Council (NFRC). The
products were evaluated in full compliance with NFRC requirements to the standards listed 

Procedure for Determining Fenestration Product Condensation 
Resistance Values

Procedure for Determining Fenestration Product Solar Heat Gain 
Coefficient and Visible Transmittance at Normal Incidence

NFRC U-FACTOR, SHGC / VT, CONDENSATION RESISTANCE
COMPUTER SIMULATION REPORT

Simulation Date:
Report No.: 54088.05-116-45

04/06/05

Rendered to:

EARTHWISE GROUP, L.L.C.

Height:

Sash Material:
Frame Material:

Procedure for Determining Fenestration Product U-FactorsNFRC 100-2001:

Type:

Width:

Series/Model:

NFRC 200-2001:

NFRC 500-2001:
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54088.05-116-45
Page 2 of 23

None
None

Section 1.4.1 (2).

143.095 DH

2. The 145.095 DH and the 145.195 DH are individual products within a 
product line and can be grouped according to NFRC 100-2001 

U-factor: 1. The 143.095 DH and the 143.195 DH are individual products within a 
product line and can be grouped according to NFRC 100-2001 
Section 1.4.1 (2).

No Dividers

0.754 0.671 0.593
0.000 0.000

SHGC:

0.004

VT0 0.000

No Dividers

0.000

Technical Interpretations: 

U-factor:
SHGC:

Modeling Assumptions:

3. The 3/16" X 9/16", 3/16" X 5/8", 3/16" X 3/4", 1/4" X 5/8" Rectangular 

0.758 0.678 0.602

Dividers < 1" Dividers >= 1"
0.007 0.009

Specialty Products Table: The specialty products method allow the manufacturer to
determine the overall product SHGC and VT for any glazing option. The center of glass SHGC
and/or VT must be determined using WINDOW 5.2. The method gives overall product SHGC
and VT indexed on center of glass properties.

0.781 0.700 0.623

Dividers < 1" Dividers >= 1"
0.003 0.006 0.009

VT1

SHGC1

SHGC0

SHGC1

SHGC0

143.195 DH

VT1

0.778 0.693 0.614
VT0 0.000 0.000

1. Tempered glass is simulated as clear annealed per NFRC 200-2001.

Muntins, 5.5mm X 18mm, 8mm X 18mm, 8mm X 25mm, 0.313" X 0.725" 
Contour Muntins, 7/16" X 3/8" Square Muntin, 5.9mm X 7.95mm Brass

4. Tempered glass is simulated as clear annealed per NFRC 100-2001.

Caming Muntins were grouped for simulation purposes.  The 7/16" X 3/8"
Square Muntin was the group leader.
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SHGCc = SHGC0 + SHGCc (SHGC1 - SHGC0)
VTc = VT0 + VTc (VT1 - VT0)

Drawings and Bills of Material used in simulation

VT1 0.754 0.671 0.593
VT0 0.000 0.000 0.000
SHGC1 0.758 0.678 0.602
SHGC0 0.004 0.007 0.009

145.195 DH No Dividers Dividers < 1" Dividers >= 1"

0.693 0.614
0.000 0.000 0.000

0.700 0.623

Appendices:  The following appendices contain material required by NFRC 100-2001, NFRC 
200-2001, and NFRC 500-2001.

A.

No Dividers Dividers < 1" Dividers >= 1"
SHGC0

SHGC1

0.006 0.009
0.781

VT0

VT1

0.003

0.778

145.095 DH
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Spacer Option Description

Grid Option Description

Reinforcement Option Description

Gas Filling Technique Description

Edge-of-Glass Construction

Weatherstripping

90% Krypton Dual Probe

5.9mm X 7.95mm Brass Caming Muntin 2H x 3V

95% Argon Dual Probe
90% Argon

Method
Single Probe

3/16" X 5/8" Allmetal Rectangular Muntin 2H x 3V

1/4" X 5/8" Allmetal Rectangular Muntin 2H x 3V

Butyl Rubber Butyl Rubber No
Cardinal XL Edge Spacer Silicone PIB Yes

Edgetech Super Spacer Butyl Rubber None No
PPG Intercept Spacer Butyl Rubber Butyl Rubber Yes

Type Qty. Location

Interior Condition Foam tape between sash leg and glass
Exterior Condition PVC glazing bead with flexible vinyl fin against glass

Sealant

Location
Lock Rail, Keeper Rail, Top Rail, Bottom Rail

Spacer Type

TruSeal DuraSeal Spacer
Aluminum Swiggle Spacer

Butyl Rubber

Grid PatternGrid Size Grid Type
3/16" X 9/16" Allmetal Rectangular Muntin

Material

Fill Type

2H x 3V

3/16" X 3/4" Allmetal Rectangular Muntin 2H x 3V

Allmetal Contour Muntin 2H x 3V

DessicantSecondaryPrimary

NoButyl Rubber

Aluminum

8mm X 25mm Allmetal Contour Muntin 2H x 3V
0.313" X 0.725" Allmetal Contour Muntin 2H x 3V
7/16" X 3/8" Square Muntin 2H x 3V

5.5mm X 18mm
8mm X 18mm Allmetal Contour Muntin 2H x 3V

Finpile 2 rows Jamb Stiles, Lock Rail (Equal Lite only)
Finpile 1 row Sill, Lock Rail, Keeper Rail, Top Rail
Foam Rubber Bulb Gasket 1 row Bottom Rail
Foam Rubber Gasket 1 row Head
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Finish

Hardware (If modeling is required, continuous items are listed below)

Sealing Rules (To prevent air infiltration)

Exterior Condition White PVC
Interior Condition White PVC

Tape was applied to all interior sash crack locations.

Type Qty. Location
None
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U-Factor / CR
143.095 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

1 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

2 SS Clear / DS Clear - 3/4" IG 0.48 42 0.49 42

3 043 / Clear - SS,DS - 3/4" IG 0.34 53 0.36 53

4 043 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 56 0.33 56

5 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.31 55 0.33 55

6 027 / Clear - SS,DS - 3/4" IG 0.34 53 0.36 53

7 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 56 0.32 56

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

8 Clear / Clear - SS,DS - 3/4" IG 0.47 44 0.48 44

9 DS Clear / SS Clear - 3/4" IG 0.47 44 0.49 44

10 DS Clear / SS Clear w/ 90% Argon - 3/4" IG 0.45 45 0.47 45

11 154 / Clear - DS - 3/4" IG 0.36 52 0.39 52

12 154 / Clear w/ 95% Argon- DS - 3/4" IG 0.33 55 0.35 55

13 043 / Clear - SS,DS - 3/4" IG 0.34 55 0.35 54

14 043 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.30 58 0.32 58

15 041 / Clear - SS,DS - 3/4" IG 0.34 55 0.35 55

16 041 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.30 58 0.32 58

17 027 / Clear - SS,DS - 3/4" IG 0.33 58 0.35 55

18 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 58 0.31 58

19 027 / 027 w/ 90% Argon - SS,DS - 3/4" IG 0.29 59 0.31 59

PPG Intercept Spacer
GridsNo Grids

Super Spacer
No Grids Grids
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U-Factor / CR
143.095 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

20 Clear / Clear - SS,DS - 3/4" IG 0.47 44 0.49 44

21 044 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

22 044 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.32 57

23 041 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

24 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 58 0.32 58

25 027 / Clear w/ 90% Argon - DS - 3/4" IG 0.30 57 0.32 57

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

26 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

27 041 / Clear - SS,DS - 3/4" IG 0.34 53 0.36 53

28 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.32 57

29 027 / Clear - SS,DS - 3/4" IG 0.34 54 0.34 54

30 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 57 0.32 57

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

31 Clear / Clear - DS - 3/4" IG 0.47 43 0.49 43

32 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.30 56 0.33 56

Duraseal Spacer
No Grids Grids

Aluminum Swiggle Spacer
No Grids Grids

Cardinal XL Edge Spacer
No Grids Grids
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U-Factor / CR
143.095 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

33 Clear / Clear / Clear - SS - 3/4" IG 0.40 51 - -

34 027 / Clear / Clear - SS - 3/4" IG 0.35 56 - -

35 027 / Clear / Clear w/ 90% Argon - SS - 3/4" IG 0.31 60 - -

36 027 / 027 / Clear - SS - 3/4" IG 0.31 59 - -

37 027 / 027 / Clear w/ 90% Argon - SS - 3/4" IG 0.27 63 - -

Notes :
1.  All options available with bronze and grey tints on exterior surface.
2.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

Triple Glazed
Super Spacer

No Grids Grids

                  0.027 = Guardian RLE 71/38
                  0.041 = Cardinal E172
                  0.043 = PPG Solarban 60

                  0.044 = Guardian PPII
                  0.154 = LOF Advantage
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U-Factor / CR
143.195 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

1 Clear / Clear - SS,DS - 3/4" IG 0.48 42 0.49 42

2 SS Clear / DS Clear - 3/4" IG 0.48 42 0.49 42

3 043 / Clear - SS,DS - 3/4" IG 0.35 52 0.37 52

4 043 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.32 55 0.33 55

5 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.31 54 0.34 54

6 027 / Clear - SS,DS - 3/4" IG 0.35 52 0.36 52

7 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 55 0.33 55

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

8 Clear / Clear - SS,DS - 3/4" IG 0.47 44 0.48 44

9 DS Clear / SS Clear - 3/4" IG 0.47 44 0.49 44

10 DS Clear / SS Clear w/ 90% Argon - 3/4" IG 0.45 45 0.47 45

11 154 / Clear - DS - 3/4" IG 0.37 51 0.39 51

12 154 / Clear w/ 95% Argon- DS - 3/4" IG 0.33 54 0.36 54

13 043 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

14 043 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.31 57 0.32 57

15 041 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

16 041 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.31 57 0.32 57

17 027 / Clear - SS,DS - 3/4" IG 0.34 55 0.36 54

18 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 58 0.32 58

19 027 / 027 w/ 90% Argon - SS,DS - 3/4" IG 0.30 59 0.31 59

Super Spacer
No Grids Grids

PPG Intercept Spacer
GridsNo Grids
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U-Factor / CR
143.195 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

20 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

21 044 / Clear - SS,DS - 3/4" IG 0.35 54 0.36 55

22 044 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.33 57

23 041 / Clear - SS,DS - 3/4" IG 0.35 54 0.36 54

24 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.33 57

25 027 / Clear w/ 90% Argon - DS - 3/4" IG 0.30 57 0.33 56

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

26 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

27 041 / Clear - SS,DS - 3/4" IG 0.35 53 0.37 53

28 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.32 56 0.33 56

29 027 / Clear - SS,DS - 3/4" IG 0.34 53 0.34 53

30 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 56 0.32 56

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

31 Clear / Clear - DS - 3/4" IG 0.47 43 0.49 43

32 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.31 55 0.33 55

Cardinal XL Edge Spacer
No Grids Grids

Aluminum Swiggle Spacer
No Grids Grids

Duraseal Spacer
No Grids Grids
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U-Factor / CR
143.195 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

33 Clear / Clear / Clear - SS - 3/4" IG 0.40 51 - -

34 027 / Clear / Clear - SS - 3/4" IG 0.35 56 - -

35 027 / Clear / Clear w/ 90% Argon - SS - 3/4" IG 0.31 59 - -

36 027 / 027 / Clear - SS - 3/4" IG 0.32 59 - -

37 027 / 027 / Clear w/ 90% Argon - SS - 3/4" IG 0.27 62 - -

Notes :
1.  All options available with bronze and grey tints on exterior surface.
2.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

                  0.044 = Guardian PPII
                  0.154 = LOF Advantage
                  0.027 = Guardian RLE 71/38
                  0.041 = Cardinal E172
                  0.043 = PPG Solarban 60

No Grids Grids

Triple Glazed
Super Spacer
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U-Factor / CR
145.095 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

1 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

2 SS Clear / DS Clear - 3/4" IG 0.48 42 0.49 42

3 043 / Clear - SS,DS - 3/4" IG 0.35 53 0.36 53

4 043 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 56 0.33 56

5 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.31 55 0.33 55

6 027 / Clear - SS,DS - 3/4" IG 0.34 53 0.36 53

7 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 56 0.32 56

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

8 Clear / Clear - SS,DS - 3/4" IG 0.47 44 0.48 44

9 DS Clear / SS Clear - 3/4" IG 0.47 44 0.49 44

10 DS Clear / SS Clear w/ 90% Argon - 3/4" IG 0.45 45 0.47 45

11 154 / Clear - DS - 3/4" IG 0.36 52 0.39 52

12 154 / Clear w/ 95% Argon- DS - 3/4" IG 0.33 55 0.35 55

13 043 / Clear - SS,DS - 3/4" IG 0.34 54 0.35 54

14 043 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.30 58 0.32 58

15 041 / Clear - SS,DS - 3/4" IG 0.34 54 0.35 54

16 041 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.30 58 0.32 58

17 027 / Clear - SS,DS - 3/4" IG 0.33 55 0.35 55

18 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 58 0.31 58

19 027 / 027 w/ 90% Argon - SS,DS - 3/4" IG 0.29 59 0.31 59

Super Spacer
No Grids Grids

PPG Intercept Spacer
GridsNo Grids
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U-Factor / CR
145.095 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

20 Clear / Clear - SS,DS - 3/4" IG 0.47 44 0.49 44

21 044 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

22 044 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.32 57

23 041 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

24 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.32 57

25 027 / Clear w/ 90% Argon - DS - 3/4" IG 0.30 57 0.32 57

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

26 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

27 041 / Clear - SS,DS - 3/4" IG 0.34 53 0.36 53

28 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.32 57

29 027 / Clear - SS,DS - 3/4" IG 0.34 54 0.34 54

30 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 57 0.32 57

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

31 Clear / Clear - DS - 3/4" IG 0.47 43 0.49 43

32 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.30 56 0.33 56

Cardinal XL Edge Spacer
No Grids Grids

Aluminum Swiggle Spacer
No Grids Grids

Duraseal Spacer
No Grids Grids
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U-Factor / CR
145.095 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

33 Clear / Clear / Clear - SS - 3/4" IG 0.40 51 - -

34 027 / Clear / Clear - SS - 3/4" IG 0.35 56 - -

35 027 / Clear / Clear w/ 90% Argon - SS - 3/4" IG 0.31 60 - -

36 027 / 027 / Clear - SS - 3/4" IG 0.31 59 - -

37 027 / 027 / Clear w/ 90% Argon - SS - 3/4" IG 0.27 63 - -

Notes :
1.  All options available with bronze and grey tints on exterior surface.
2.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

                  0.044 = Guardian PPII
                  0.154 = LOF Advantage
                  0.027 = Guardian RLE 71/38
                  0.041 = Cardinal E172
                  0.043 = PPG Solarban 60

No Grids Grids

Triple Glazed
Super Spacer
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U-Factor / CR
145.195 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

1 Clear / Clear - SS,DS - 3/4" IG 0.48 42 0.49 42

2 SS Clear / DS Clear - 3/4" IG 0.48 42 0.49 42

3 043 / Clear - SS,DS - 3/4" IG 0.35 52 0.37 52

4 043 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.32 55 0.33 55

5 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.31 54 0.34 54

6 027 / Clear - SS,DS - 3/4" IG 0.35 52 0.36 52

7 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 55 0.33 55

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

8 Clear / Clear - SS,DS - 3/4" IG 0.47 44 0.48 44

9 DS Clear / SS Clear - 3/4" IG 0.47 44 0.49 44

10 DS Clear / SS Clear w/ 90% Argon - 3/4" IG 0.45 45 0.47 45

11 154 / Clear - DS - 3/4" IG 0.37 51 0.39 51

12 154 / Clear w/ 95% Argon- DS - 3/4" IG 0.33 54 0.36 54

13 043 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

14 043 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.31 57 0.32 57

15 041 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

16 041 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.31 57 0.32 57

17 027 / Clear - SS,DS - 3/4" IG 0.34 54 0.36 54

18 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.30 58 0.32 58

19 027 / 027 w/ 90% Argon - SS,DS - 3/4" IG 0.30 59 0.31 58

PPG Intercept Spacer
GridsNo Grids

Super Spacer
No Grids Grids
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U-Factor / CR
145.195 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

20 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

21 044 / Clear - SS,DS - 3/4" IG 0.35 54 0.36 54

22 044 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.33 57

23 041 / Clear - SS,DS - 3/4" IG 0.35 54 0.36 54

24 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 57 0.33 57

25 027 / Clear w/ 90% Argon - DS - 3/4" IG 0.30 56 0.33 56

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

26 Clear / Clear - SS,DS - 3/4" IG 0.48 43 0.49 43

27 041 / Clear - SS,DS - 3/4" IG 0.35 53 0.37 53

28 041 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.32 56 0.33 56

29 027 / Clear - SS,DS - 3/4" IG 0.34 53 0.34 53

30 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.31 56 0.32 56

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

31 Clear / Clear - DS - 3/4" IG 0.47 43 0.49 43

32 041 / Clear w/ 90% Argon - DS - 3/4" IG 0.31 55 0.33 55

Duraseal Spacer
No Grids Grids

Aluminum Swiggle Spacer
No Grids Grids

Cardinal XL Edge Spacer
No Grids Grids
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U-Factor / CR
145.195 DH

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

33 Clear / Clear / Clear - SS - 3/4" IG 0.40 51 - -

34 027 / Clear / Clear - SS - 3/4" IG 0.35 56 - -

35 027 / Clear / Clear w/ 90% Argon - SS - 3/4" IG 0.31 59 - -

36 027 / 027 / Clear - SS - 3/4" IG 0.32 59 - -

37 027 / 027 / Clear w/ 90% Argon - SS - 3/4" IG 0.27 62 - -

Option Description U
-F

ac
to

r

C
R

U
-F

ac
to

r

C
R

38 043 / Clear w/ 90% Argon- SS,DS - 3/4" IG 0.28 59 0.29 59

39 027 / Clear w/ 90% Argon - SS,DS - 3/4" IG 0.27 59 0.29 59

Notes :
1.  All options available with bronze and grey tints on exterior surface.
2.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

Triple Glazed
Super Spacer

No Grids Grids

                  0.027 = Guardian RLE 71/38
                  0.041 = Cardinal E172
                  0.043 = PPG Solarban 60

                  0.044 = Guardian PPII
                  0.154 = LOF Advantage

Super Spacer
Foam Filled

No Grids Grids
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SHGC/VT
143.095 DH

Option Description N
o 

G
ri

ds

<1 >1 N
o 

G
ri

ds

<1 >1

1 Clear / Clear - SS,DS 0.61 0.55 0.49 0.64 0.57 0.50

2 Solar Bronze / Clear - SS,DS 0.49 0.44 0.39 0.47 0.42 0.37

3 Solar Gray / Clear - SS,DS 0.46 0.41 0.37 0.43 0.38 0.34

4 043 / Clear - SS,DS 0.31 0.28 0.25 0.55 0.49 0.43

5 Clear / 043 - SS,DS 0.37 0.34 0.30 0.55 0.49 0.43

6 Solar Bronze / 043 - SS,DS 0.30 0.27 0.24 0.41 0.36 0.32

7 Solar Gray / 043 - SS,DS 0.28 0.26 0.23 0.37 0.33 0.29

8 041 / Clear - SS,DS 0.33 0.29 0.26 0.56 0.50 0.44

9 Clear / 041 - SS,DS 0.39 0.35 0.31 0.56 0.50 0.44

10 Solar Bronze / 041 - SS,DS 0.31 0.28 0.25 0.41 0.37 0.33

11 Solar Gray / 041 - SS,DS 0.29 0.26 0.23 0.37 0.33 0.29

12 027 / Clear - SS,DS 0.31 0.28 0.25 0.55 0.49 0.44

13 Clear / 027 - SS,DS 0.38 0.34 0.30 0.55 0.49 0.44

14 Solar Bronze - 027 - SS,DS 0.30 0.27 0.24 0.41 0.36 0.32

15 Solar Gray / 027 - SS,DS 0.28 0.25 0.23 0.37 0.33 0.29

16 154 / Clear - SS,DS 0.51 0.46 0.41 0.58 0.52 0.46

17 Clear / 154 - SS.DS 0.56 0.50 0.45 0.58 0.52 0.46

18 Solar Bronze / 154 - SS,DS 0.44 0.40 0.36 0.43 0.38 0.34

19 Solar Gray / 154 - SS,DS 0.41 0.37 0.33 0.39 0.35 0.31

20 044 / Clear - SS,DS 0.32 0.29 0.26 0.54 0.48 0.42

21 Clear / 044 - SS,DS 0.37 0.34 0.30 0.54 0.48 0.42

22 Solar Bronze - 044 - SS,DS 0.30 0.27 0.24 0.40 0.35 0.31

23 Solar Gray / 044 - SS,DS 0.28 0.25 0.23 0.36 0.32 0.28

24 Clear / Clear / Clear - SS 0.56 0.50 0.45 0.59 0.53 0.47

25 027 / Clear / Clear - SS 0.29 0.26 0.23 0.51 0.45 0.40

26 027 / 027 / Clear - SS 0.25 0.23 0.20 0.44 0.39 0.35

Notes :
1.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

SHGC VT

                  0.043 = PPG Solarban 60
                  0.041 = Cardinal E172
                  0.027 = Guardian RLE 71/38
                  0.154 = LOF Advantage
                  0.044 = Guardian PPII
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SHGC/VT
143.195 DH

Option Description N
o 

G
ri

ds

<1 >1 N
o 

G
ri

ds

<1 >1

1 Clear / Clear - SS,DS 0.60 0.53 0.48 0.62 0.55 0.49

2 Solar Bronze / Clear - SS,DS 0.48 0.43 0.38 0.46 0.41 0.36

3 Solar Gray / Clear - SS,DS 0.44 0.40 0.35 0.41 0.37 0.32

4 043 / Clear - SS,DS 0.30 0.27 0.24 0.53 0.48 0.42

5 Clear / 043 - SS,DS 0.36 0.33 0.29 0.53 0.48 0.42

6 Solar Bronze / 043 - SS,DS 0.29 0.26 0.24 0.40 0.35 0.31

7 Solar Gray / 043 - SS,DS 0.27 0.25 0.22 0.36 0.32 0.28

8 041 / Clear - SS,DS 0.32 0.29 0.26 0.54 0.48 0.43

9 Clear / 041 - SS,DS 0.38 0.34 0.30 0.54 0.48 0.43

10 Solar Bronze / 041 - SS,DS 0.30 0.27 0.24 0.40 0.36 0.32

11 Solar Gray / 041 - SS,DS 0.28 0.25 0.23 0.36 0.32 0.28

12 027 / Clear - SS,DS 0.30 0.27 0.24 0.54 0.48 0.42

13 Clear / 027 - SS,DS 0.36 0.33 0.29 0.54 0.48 0.42

14 Solar Bronze - 027 - SS,DS 0.29 0.26 0.23 0.40 0.35 0.31

15 Solar Gray / 027 - SS,DS 0.27 0.25 0.22 0.36 0.32 0.28

16 154 / Clear - SS,DS 0.49 0.44 0.39 0.56 0.50 0.44

17 Clear / 154 - SS.DS 0.54 0.48 0.43 0.56 0.50 0.44

18 Solar Bronze / 154 - SS,DS 0.43 0.39 0.34 0.42 0.37 0.33

19 Solar Gray / 154 - SS,DS 0.40 0.36 0.32 0.38 0.34 0.30

20 044 / Clear - SS,DS 0.31 0.28 0.25 0.52 0.46 0.41

21 Clear / 044 - SS,DS 0.36 0.33 0.29 0.52 0.46 0.41

22 Solar Bronze - 044 - SS,DS 0.29 0.26 0.23 0.38 0.34 0.30

23 Solar Gray / 044 - SS,DS 0.27 0.24 0.22 0.35 0.31 0.27

24 Clear / Clear / Clear - SS 0.54 0.49 0.43 0.57 0.51 0.45

25 027 / Clear / Clear - SS 0.28 0.25 0.23 0.49 0.44 0.39

26 027 / 027 / Clear - SS 0.24 0.22 0.20 0.43 0.38 0.33

Notes :
1.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

                  0.027 = Guardian RLE 71/38
                  0.154 = LOF Advantage
                  0.044 = Guardian PPII

SHGC VT

                  0.043 = PPG Solarban 60
                  0.041 = Cardinal E172
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SHGC/VT
145.095 DH

Option Description N
o 

G
ri

ds

<1 >1 N
o 

G
ri

ds

<1 >1

1 Clear / Clear - SS,DS 0.61 0.55 0.49 0.64 0.57 0.50

2 Solar Bronze / Clear - SS,DS 0.49 0.44 0.39 0.47 0.42 0.37

3 Solar Gray / Clear - SS,DS 0.46 0.41 0.37 0.43 0.38 0.34

4 043 / Clear - SS,DS 0.31 0.28 0.25 0.55 0.49 0.43

5 Clear / 043 - SS,DS 0.37 0.34 0.30 0.55 0.49 0.43

6 Solar Bronze / 043 - SS,DS 0.30 0.27 0.24 0.41 0.36 0.32

7 Solar Gray / 043 - SS,DS 0.28 0.26 0.23 0.37 0.33 0.29

8 041 / Clear - SS,DS 0.33 0.29 0.26 0.56 0.50 0.44

9 Clear / 041 - SS,DS 0.39 0.35 0.31 0.56 0.50 0.44

10 Solar Bronze / 041 - SS,DS 0.31 0.28 0.25 0.41 0.37 0.33

11 Solar Gray / 041 - SS,DS 0.29 0.26 0.23 0.37 0.33 0.29

12 027 / Clear - SS,DS 0.31 0.28 0.25 0.55 0.49 0.44

13 Clear / 027 - SS,DS 0.38 0.34 0.30 0.55 0.49 0.44

14 Solar Bronze - 027 - SS,DS 0.30 0.27 0.24 0.41 0.36 0.32

15 Solar Gray / 027 - SS,DS 0.28 0.25 0.23 0.37 0.33 0.29

16 154 / Clear - SS,DS 0.51 0.46 0.41 0.58 0.52 0.46

17 Clear / 154 - SS.DS 0.56 0.50 0.45 0.58 0.52 0.46

18 Solar Bronze / 154 - SS,DS 0.44 0.40 0.36 0.43 0.38 0.34

19 Solar Gray / 154 - SS,DS 0.41 0.37 0.33 0.39 0.35 0.31

20 044 / Clear - SS,DS 0.32 0.29 0.26 0.54 0.48 0.42

21 Clear / 044 - SS,DS 0.37 0.34 0.30 0.54 0.48 0.42

22 Solar Bronze - 044 - SS,DS 0.30 0.27 0.24 0.40 0.35 0.31

23 Solar Gray / 044 - SS,DS 0.28 0.25 0.23 0.36 0.32 0.28

24 Clear / Clear / Clear - SS 0.56 0.50 0.45 0.59 0.53 0.47

25 027 / Clear / Clear - SS 0.29 0.26 0.23 0.51 0.45 0.40

26 027 / 027 / Clear - SS 0.25 0.23 0.20 0.44 0.39 0.35

Notes :
1.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

                  0.027 = Guardian RLE 71/38
                  0.154 = LOF Advantage
                  0.044 = Guardian PPII

SHGC VT

                  0.043 = PPG Solarban 60
                  0.041 = Cardinal E172
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SHGC/VT
145.195 DH

Option Description N
o 

G
ri

ds

<1 >1 N
o 

G
ri

ds

<1 >1

1 Clear / Clear - SS,DS 0.60 0.53 0.48 0.62 0.55 0.49

2 Solar Bronze / Clear - SS,DS 0.48 0.43 0.38 0.46 0.41 0.36

3 Solar Gray / Clear - SS,DS 0.44 0.40 0.35 0.41 0.37 0.32

4 043 / Clear - SS,DS 0.30 0.27 0.24 0.53 0.47 0.42

5 Clear / 043 - SS,DS 0.36 0.33 0.29 0.53 0.47 0.42

6 Solar Bronze / 043 - SS,DS 0.29 0.26 0.24 0.40 0.35 0.31

7 Solar Gray / 043 - SS,DS 0.27 0.25 0.22 0.36 0.32 0.28

8 041 / Clear - SS,DS 0.32 0.29 0.26 0.54 0.48 0.43

9 Clear / 041 - SS,DS 0.38 0.34 0.30 0.54 0.48 0.43

10 Solar Bronze / 041 - SS,DS 0.30 0.27 0.24 0.40 0.36 0.32

11 Solar Gray / 041 - SS,DS 0.28 0.25 0.23 0.36 0.32 0.28

12 027 / Clear - SS,DS 0.30 0.27 0.24 0.54 0.48 0.42

13 Clear / 027 - SS,DS 0.36 0.33 0.29 0.54 0.48 0.42

14 Solar Bronze - 027 - SS,DS 0.29 0.26 0.23 0.40 0.35 0.31

15 Solar Gray / 027 - SS,DS 0.27 0.25 0.22 0.36 0.32 0.28

16 154 / Clear - SS,DS 0.49 0.44 0.39 0.56 0.50 0.44

17 Clear / 154 - SS.DS 0.54 0.48 0.43 0.56 0.50 0.44

18 Solar Bronze / 154 - SS,DS 0.43 0.39 0.34 0.42 0.37 0.33

19 Solar Gray / 154 - SS,DS 0.40 0.36 0.32 0.38 0.34 0.30

20 044 / Clear - SS,DS 0.31 0.28 0.25 0.52 0.46 0.41

21 Clear / 044 - SS,DS 0.36 0.33 0.29 0.52 0.46 0.41

22 Solar Bronze - 044 - SS,DS 0.29 0.26 0.23 0.38 0.34 0.30

23 Solar Gray / 044 - SS,DS 0.27 0.24 0.22 0.35 0.31 0.27

24 Clear / Clear / Clear - SS 0.54 0.49 0.43 0.57 0.51 0.45

25 027 / Clear / Clear - SS 0.28 0.25 0.23 0.49 0.44 0.39

26 027 / 027 / Clear - SS 0.24 0.22 0.20 0.43 0.38 0.33

Notes :
1.  "5m" stands for 3/16" glass thickness
3.  Low-E's used:

SHGC VT

                  0.043 = PPG Solarban 60
                  0.041 = Cardinal E172
                  0.027 = Guardian RLE 71/38
                  0.154 = LOF Advantage
                  0.044 = Guardian PPII
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SIMULATED BY: REVIEWED BY:

Attachments (pages):
Appendix A: Drawings and Bills of Material (36)

This report is reissued in the name of Earthwise Group, L.L.C. through written authorization of
Dayton Technologies to whom the original report was rendered. The original Dayton Report
No. is 54088.01-116-45.

EL:ssr
54088.05-116-45

Eric Leitner Michael J. Thoman
Simulation Technician Director - Simulations & Thermal Testing

Simulator In Responsible Charge

Detailed drawings, simulation data disks, and a copy of this report will be retained by ATI for a
period of four years. The above results are the exclusive property of the client so named herein
and are applicable to the sample simulated. ATI is an NFRC accredited simulation laboratory
and all simulations were conducted in full compliance with NFRC approved procedures and
specifications. The NFRC procedure requires that the computational results be verified through
actual test results. This report does not constitute an opinion or endorsement by this laboratory.
This report may not be reproduced except in full without the approval of ATI.

p
due to either air movement through the specimen or solar radiation effects. As a consequence,
the Condensation Resistance results obtained do not reflect performance which may be
expected from field installations because they do not account for solar radiation, air leakage
effects, and the thermal bridge effects that may occur due to the specific design and
construction of the fenestration system opening. Therefore, it should be recognized that the
Condensation Resistance results obtained from this simulation method are for controlled
laboratory conditions and should only be used for fenestration product comparisons and as input
to condensation resistance performance analyses, which also include solar, air leakage and
thermal bridge effects.

Ratings included in this report are for submittal to an NFRC-licensed IA for certification
purposes and are not meant to be used for labeling purposes. Only those values identified on a
valid Certification Authorization Report (CAR) are to be used for labeling purposes.

For ARCHITECTURAL TESTING, INC.:
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All drawings and Bills of Material used in simulating this product are enclosed in this Appendix.
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